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Abstract: Integration of a large number of renewable systems produces line congestions, resulting in
a problem for distribution companies, since the lines are not capable of transporting all the energy
that is generated. Both environmental and economic constraints do not allow the building new lines
to manage the energy from renewable sources, so the efforts have to focus on the existing facilities.
Dynamic Rating Management (DRM) of power lines is one of the best options to achieve an increase
in the capacity of the lines. The practical application of DRM, based on standards IEEE (Std.738, 2012)
and CIGRE TB601 (Technical Brochure 601, 2014) , allows to find several deficiencies related to errors
in estimations. These errors encourage the design of a procedure to obtain high accuracy ampacity
values. In the case of this paper, two methodologies have been tested to reduce estimation errors.
Both methodologies use the variation of the weather inputs. It is demonstrated that a reduction of
the conductor temperature calculation error has been achieved and, consequently, a reduction of
ampacity error.
Keywords: ampacity; conductor temperature; overhead transmission lines; weather parameters;
real-time monitoring
1. Introduction
The integration of renewable energies into existing power lines has become a major
difficulty to power distribution companies. The installation of a large number of renewable
systems produces line congestions, resulting in a problem for distribution companies,
since lines are not capable to transport all the energy generated. In addition, it results in a
problem for generation companies, since they will be requested to limit production.
Increasing the capacity of overhead lines is an important research issue due to the great
expansion of the renewable installations. Both environmental and economic constraints
do not allow the construction of new lines to manage the energy from renewable sources,
so the efforts have to focus on the existing facilities. Several techniques exist to increase line
capacity: increase tension levels, increase the number of circuits, use of special conductors,
and ampacity calculations (Imax). Ampacity means the maximum current a conductor can
carry before sustaining deterioration. Procedures to calculate ampacity are divided by
accuracy: use of deterministic meteorological conditions [1], use of probabilistic meteo-
rological conditions [2], and real time monitoring (meteorological conditions, conductor
temperature, line current, sag, and tilt) [3–5].
Monitoring of weather conditions and electric current of the overhead lines allows
to estimate the capacity of the lines and the conductor temperature in a dynamic way.
Dynamic Rating Management (DRM) of power lines is one of the best options to achieve
an increase in the capacity of the lines [6]. Today, the development of this technique is
enabling companies to operate in real time with higher capacities based on the real time
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meteorological variables. These types of techniques can operate acting over two main
values, conductor temperature (Tc) or ampacity (Imax). On one hand, DRM based on Tc
allows to estimate the temperature of the line; operators can make decisions about whether
increase or decrease the current of the lines with this temperature value. On the other
hand, DRM based on Imax and the optimum loadability due to conductor thermal limit
restrictions [7]. This information combined with other flexibility options increases the
operational capability of the grid in several ways [8,9].
During the develop of different research projects with some of the leading electrical
companies of Spain (DYNELEC: Dynamic Management in Lines, Fail Analysis and Qual-
ity of Supply in Distribution Viesgo Network (IPT-2011-1447-920000), SPADI: Predictive
System for Dynamic Management of Overhead and Underground Power Lines (RETOS
COLABORACIÓN RTC-2015-3795-3), and Development Model of Dynamic Capacity of
Overhead Lines (FP7 EC-GA Nº 249812)), the authors found that the accuracy of the results
in the the practical application of DRM was a weak point. In addition, in technical litera-
ture there are references about the problems with the accuracy of the DRM systems [9–12].
The practical application of DRM allows finding several deficiencies related to errors in Tc
estimations, and consequently in Imax [13]. Therefore, the aim of this paper was to develop
a methodology to increase of the dynamic rating methods.
2. Dynamic Rating Management (DRM) Using a Multiple Weather Station System
Existing dynamic rating models are mainly based on IEEE (Institute of Electrical
and Electronics Engineers) 738 [14] and CIGRE (International Council on Large Electric
Systems) TB601 [15] procedures. These procedures can be used to provide Tc and Imax
using the same thermal model. In the case of Tc estimation, conductor parameters, weather
conditions and current through the conductor are required, while, in Imax estimations,
conductor parameters, weather conditions, and maximum temperature of the conductor
are required (Tcmax ).
First of all, it is raised the thermal balance equation:
Heat loss = Heat gain. (1)
The thermal balance raised in IEEE 738 and in CIGRE TB601 provides calculations
terms for all possible thermal flows as Joule heating, magnetic heating, solar heating,
convective cooling, and radiative cooling. Magnetic heating is neglected or integrated as a
coefficient. The thermal balance follows the next equation:
qc + qr = qs + qj, (2)
where qc is the cooling due to convection, qr is the cooling due to the radiation to the
surroundings, qs is the heating due to the solar radiation, and qj is the heating due to the
Joule effect.
If the thermal inertia of the conductor is considered, the following dynamic thermal
balance is used instead:
m · c dTc
dt
+ qc + qr = qs + qj, (3)
where m is the mass per unit length, c the specific heat capacity, and Tc the theoretical
conductor temperature.
Although both IEEE 738 and CIGRE TB601 use the same thermal balance equation,
heat terms are obtained with different approaches. As a result, Tc and Imax calculations will
be different using each of the procedures, and, hence, they will have unequal accuracies [16].
The accuracy of the estimations depends on several aspects, the most important are:
errors arising from the estimations procedures, errors due to the sensors, and errors due to
the spot measurements.
Weather conditions are very important inputs in both procedures; hence, accuracy of
the results highly depend on the number and location of the spot measurements. For this
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reason, it is important to define a multiple weather station system to monitor most of
the line.
A generic i-th Weather Station WSi can be modeled from a numerical point of view as
a multi-sensor device. Considering that the time is sampled in slots, then, for each time slot
n ∈ N , the weather conditions of the generic WSi can be defined as Ωin = {Tin, ωin, φin, Rin}
∀n ∈ N , where Tin is the ambient temperature, ωin is the wind speed, φin is the wind
direction, and Rin is the solar radiation at sample n in weather station i.
Both IEEE 738 and CIGRE TB601 define a function f IEEE ≡ fCIGRE that verifies
f IEEE and fCIGRE : Rm → R. Both procedures have two approaches represented in
Figure 1, conductor temperature estimation Tc and ampacity estimation Imax, being Tc =
f (T, ω, φ, R, ζ, I) and Imax = f (T, ω, φ, R, ζ, Tcmax ), where ζ is the angle of the line, I the
real current of the line, and Tcmax the maximum temperature of the conductor.
In the case of long lines or lines with heterogeneous weather conditions, procedures
will consider multiple weather stations. Furthermore, a generic line is divided in t sections
that are understood as the set of consecutive spans with the same direction. In this case,
line conductor temperature verifies Tc = max( f (Ωin, ζt, I)) and line ampacity Imax =
















Figure 1. Dynamic Rating Management (DRM) system flowchart.
3. Practical Errors in Dynamic Rating Estimation in a Real Case
A practical scene is essential to put into practice the contributions raised in this
article. A 220 kV line with estimated static ampacity of 889 A, located in the north of
Spain, with a length of 30 km is selected for the study. Static ampacity is understood
as the estimated maximum capacity of the conductor based on the R.D 223/2008 ITC-
LAT 07 [17]. The line has a LA-455 conductor, 4 weather stations (i = 4) and is divided
in 23 sections. Additionally, this line has a Distributed Temperature Sensor (DTS) that
monitors approximately 10,200 points along the line with a resolution of 2 m. The sampling
rate both DTS system and weather stations is 10 min, and an historic data of 3 years
has been used. Due to this sampling rate, the ampacity and conductor temperature will
calculated every 10 min. This system allows for the comparison of estimated and measured
conductor temperature.
Practical use of IEEE 738 and CIGRE TB601 procedures in real lines allows to obtain
much information about results of Tc and Imax. To create a robust and efficient system, it is
necessary to verify the accuracy of results. It is important to know that it is not possible
to directly determine the accuracy of the ampacity calculation, since ampacity is a non-
measurable variable. For this reason, it is not possible to determine the accuracy of this
calculation. Due to the similarity of ampacity and conductor temperature procedures,
the accuracy of the calculations of ampacity can be estimated through the accuracy of
conductor temperature procedure, since temperature can be measured.
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Accuracy of the procedures is defined as:
εTc = T
DTS
c − Tc, (4)
where εTc represents the error in Tc estimations, and T
DTS
c represents the measured con-
ductor temperature.
In the real case studied, errors in Tc calculations using CIGRE TB601 are represented
in Figure 2. It is observed that, in most cases, errors are mainly between −5 and 5 °C with
a maximum of 20 °C. The Root Mean Squared Error (RMSE) of the calculation is 2.28 °C.
These errors in temperature calculations have their origin in different issues, such as errors
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Figure 2. Error in conductor temperature (Tc) calculation using CIGRE TB601.
3.1. Errors due to Procedures IEEE (Std.738, 2012) and CIGRE TB601 (Technical Brochure
601, 2014)
Any theoretical model has a lack of accuracy in its equations due to the difficulty of
matching the theoretical behavior of the equations with the real behavior of the system.
In this case, it is necessary to assess the accuracy of the procedures.
Although these Standards have conceptualy equivalent procedures, the results of
both are usually different. T IEEEc 6= TCIGREc and I IEEEmax 6= ICIGREmax since these procedures
use different numerical approaches. Consequently, one of the procedures will be more
appropriate depending on the case.
There are several factors in the procedures that increase errors. Firstly, both procedures
allow calculations in two main states. It is possible to obtain Tc ans Imax in steady and
unsteady state, defined in Equations (2) and (3), respectively. In practice, unsteady state
obtains better results than steady state [18]. The unsteady state model obtains smoother
curves with fewer differences with the measured temperature.
Secondly, both Standards use conductor and line parameters as inputs. On occasion,
some of these parameters, such as emisivity and absortivity, are significant in calculations.
However, there is no easy way to measure these quantities accurately. In CIGRE TB299 [19],
values for these parameters are recommended.
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Thirdly, both Standards calculate solar radiation heating (qs) with theoretical ap-
proaches, obtaining solar radiation values that are more conservative than real ones. In Ref-
erence [18], the conductor temperature estimation with IEEE 738 and CIGRE TB601 and the
measured temperature are compared. In addition, conductor temperature calculations with
estimated solar radiation and with measured solar radiation are compared. It is observed
that, focusing on a single day, with estimated radiation, deviations higher than 5 °C are
presented in 15% of the samples, while, with measured radiation, this percentage decreases
to 5%.
Fourthly, other weather parameters, different from mentioned, produce refrigeration
or heating in the conductor. IEEE 738 and CIGRE TB601 do not take rain into account,
being an important parameter for the refrigeration of the conductor [1,20]. In this case,
measured conductor temperature will be lower than estimated conductor temperature
during rainy periods.
Finally, in Reference [16], the relationship between errors in estimated conductor
temperature and wind speed has been represented, reaching the conclusion that higher
conductor temperature deviations occur during lower wind speed periods.
In conclusion, due to all of these factors, errors in IEEE 738 and CIGRE TB601 can
reach high values.
3.2. Errors in Sensors
Weather conditions are one of the more significant inputs of the conductor temperature
and ampacity calculations. IEEE 738 [14] and CIGRE TB601 [15] use, mainly, wind speed,
wind direction, and ambient temperature. Furthermore, solar radiation measurements are
necessary to obtain reasonable results based on Reference [18]. An anemometer, a wind
vane, a thermometer, and a pyrometer are the sensors used to provide data to the proce-
dures. In CIGRE TB299 [19], recommended values of accuracy to each sensor are provided.
In ambient temperature case, a minimum accuracy of 1 °C is recommended. Regarding
wind speed, a start and stall speed of no more than 0.5 m/s is raised. In general, sensors
have their own accuracy, so the measurement errors produced in the sensors are transferred

























t, Tcmax ), (7)
where the subscript r represents the real measurement, and εΩ is the error in weather
conditions that is divided in; error of ambient temperature (εT), error of wind speed (εΩ),
error of wind direction (εφ), and error of solar radiation (εR); and ε Imax represents error
in ampacity.
It has been demonstrated, in a practical way, that errors of 0.5 m/s in wind measure-
ments produce significant errors in ampacity and conductor temperature calculations [21].
In addition to weather conditions, conductor current is an important variable in conductor
temperature calculation, but it is not included in the errors section due to the high accuracy
of existing current sensors.
An example of the sensitivity of the procedures to the errors in sensors is in Refer-
ence [18]. Cup anemometers are compared with ultrasonic anemometers in Reference [18],
and the main conclusion is that the use of cup anemometers instead of ultrasonic ones
have an important impact in ampacity calculations at very low wind speeds. IEEE 738 and
CIGRE TB601 recommend in their guides the use of ultrasonic anemometers.
Another example is provided in Reference [22]. In this paper, the differences between
the use of measured solar radiation and estimated solar radiation are analyzed. Lower
mean squared errors are obtained with measured solar radiation than with estimated solar
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radiation. In addition, this paper concludes that differences increase when the sun rises,
reaching errors up to 15 °C.
This type of error is analyzed with historical data of spring and summer of the
studied line.
All sensors have their own errors, but, in some of them, it is difficult to know if the
data is erroneous. In the case of wind speed, the high variability of its values make it
difficult to find errors. In the case of ambient temperature, depending on the geographic
situation, it is possible to find out off the normal range for all the WS.
In Figure 3, a box-plot with ambient temperature data is shown for all WSi. In this
box-plot, median, 25th, and 75th percentiles, maximum, minimum, and outliers are plotted.
It is observed that, in the case of WS1, there are a lot of outliers, reaching values of ambient
temperature close to 50 °C, obviously erroneous. This indicates that WS1 provides wrong
data, so it will produce incorrect ampacity results due to errors in sensors. This wrong
data is also observed in Figure 4. The consequences of this type of wrong data is that,
with high ambient temperature, the ampacity can reach the lowest value of the line, and,



























Figure 3. Box plot of ambient temperature for all weather stations along the line.

























Figure 4. Evolution of ambient temperature with time.
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In the case of solar radiation, it is easy to find wrong data if values at night are not
zero or are much higher than normal values of the geographical zone. In the real case of
this paper, there have been no sensor failures.
3.3. Errors due to the Use of Spot Measurements in a Long Line
Overhead lines have, usually, lengths from few to hundreds of kilometers. Due to
these long distances, weather conditions can vary considerably along the line. Since it
is not possible to monitor the weather conditions in a continuous way, it is necessary to
install several weather stations. The number of the weather stations depends on the length
of the line and the climatic and orographic characteristics of the zone. Overhead lines with
long lengths or with different refrigeration characteristic along the line need more weather
stations than short lines or lines with uniform atmospheric characteristics. To decide the
number of weather stations, a complete statistical study of the climatology of the zone will
be necessary.
In Figure 5, a theoretical line is represented. This line has m electric towers, t sections,
and i weather stations. Section parameter, set of consecutive spans with the same direction,
is important for the climatological study since spans with same direction will have equal
attack angle of wind.
Figure 5. Parts of a theoretical line.
The maximum physically possible resolution system of weather stations is a system
with one weather station in each tower (m = i). In this case, conductor temperature and
ampacity in one tower will be:




Imaxin(m) = f (Ω
i
n, ζ
t, Tcmax ). (9)
A system with less resolution would be the installation of one weather station per
section (t = i). The solution adopted in the studied case is the installation of several weather
stations according to a climatic study of the zone. In this case, it is necessary to define the
area of influence of each weather station. These areas are defined in the climatic study.
Due to this approach, several towers will be monitored with the same weather station
depending on the influence area. An influence area can be large or can be affected by very
different weather conditions, so it is possible that points within the same influence area
have weather conditions quite different from those measured by the corresponding WS.
Because of this, ampacity is obtained with Equation (9), and conductor temperature with
Equation (8), for all m within influence area of WSi.
As an example, Figure 6 represents a theoretical disposition of weather stations with
less than ideal resolution.
Energies 2021, 14, 1136 8 of 21
Figure 6. Parts of a theoretical line with less resolution.
In this case, conductor temperature and ampacity in tower 2 would be:




Imax1n(2) = f (Ω
1
n, ζ
1, Tcmax ). (11)
This calculation involves an error due to spot measuring since the weather conditions
in tower 2 are different than the conditions of weather station 1 located in tower 1. On a
comparison with the real value of an ideal system with infinite resolution:




Imaxr,n(2) = f (Ω
2
n, ζ
1, Tcmax ), (13)
Tcr,n(2) 6= Tc1n(2), (14)
Imaxr,n(2) 6= Imax1n(2). (15)
So, finally, in a system with spot measurement, ampacity and conductor temperature
can be represented as:




for all m within influence area of WSi.
Imaxin(m) = Imaxr,n(m) + ε Imax = f (Ω
i
n, ζ
t, Tcmax ), (17)
for all m within influence area of WSi.
The differences between weather conditions along the line produce Tc and Imax results
that vary, widely on occasions. In addition to the variability of the weather conditions,
conductor characteristics may change due to aging, joints, altitude, angle, etc.
In order to show these type of errors, Figure 7 represents the variability of the weather
conditions along the line through a box plot with the differences between each weather station.
Maximum values of absolute median differences are in WS1−3, WS3−4. Median
differences in WS1−2, WS1−3, WS1−4, and WS2−3 are negative, while median differences
in WS2−4 and WS3−4 are positive. All this shows that WS1 and WS4, which are placed
in the ends of the line, usually obtain the lowest values of wind speed. In general terms,
variability of wind speed along the line is significant, so the accuracy of the procedure is
highly dependent on the number of measuring spots.
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Figure 7. Box plots of wind speed differences between weather stations.
In Figure 8, it is clear that there are more differences between ambient temperatures of
WS1 and the others. So, it can be said that WS1 obtains lower ambient temperature values
than the others. Other stations apart from WS1 have a less pronounced variability.






























Figure 8. Box plots of ambient temperature differences between weather stations.
Finally, in Figure 9, the same as in ambient temperature occurs in solar radiation.
WS1 obtains lower values than the others. In general, it is shown that the variability in the
case of solar radiation is very small.
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Figure 9. Box plots of solar radiation differences between weather stations.
The most important conclusion achieved with this study is that, due to the signifi-
cant variability of wind speed, Tc or Imax results will be very affected by the number of
measuring points, especially if weather stations are not placed in critical points.
Consequently, although the previous climatic study locates the estimated critical zone,
no monitored critical points can exist. In this way, Imax and Tc results can be erroneous due
to the use of spot measurements.
Conductor temperature differences can be observed in Figure 10. In this figure, con-
ductor temperature along the line in one measurement interval n is represented. The white
line represents the conductor temperature average for each section, red rectangle represents,
in x axe, the start and the end of the section, and, in y axe, the maximum and the mini-
mum value of all monitored points of the section. The blue line represents the conductor



















Figure 10. Evolution of conductor temperature along the line in a specific date.
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It is observed that along the line, even within a section, conductor temperature
values vary widely. For example, in the first part of the line, average value of conductor
temperature vary little between consecutive sections, while, in the second part, average
values are more variables.
This figure confirms that accuracy in the conductor temperature or ampacity calcula-
tion will depend on the number of weather stations installed.
The errors described in the previous section produce low accuracy results in the Imax
and Tc calculations. In order to develop a proper DRM system, it is necessary to implement
a procedure to reduce errors in Imax results.
Methodology to the improvement of the accuracy of ampacity calculations defines a
method to adjust the results changing weather inputs. Currently, ampacity calculation is
made with errors, where:
Imaxin(m) = Imaxr,n(m) + ε Imax = f (Ωr,n(m) + εΩ). (18)
And the ideal aim of this paper is to obtain a calculation without errors, where:
Imaxin(m) = Imaxr,n(m) = f (Ω
i
n +4Ωin) = f (Ωr,n(m)). (19)
4. Methodology
Once the existence of errors due to procedures, sensors, and the use of spot mea-
surements has been demonstrated, it is important to define the methodology to reduce
these errors.
This new algorithm is based on the similarity between ampacity and conductor
temperature estimation. Conductor temperature, in this new approach, is monitored
through DTS system, so it is possible to compare, for each instant, the measured value and
the estimated one. Depending on the value of this comparison, the procedure changes
the weather inputs until measured and estimated conductor temperature match. Once
conductor temperature has been corrected, new meteorological values, known as effective
values (Ωe f = {Te f , ω⊥e f , Re f }), are used as inputs of the ampacity algorithm, achieving a
more real ampacity value. Two approaches are applied in the search for meteorological
effective values, an iteration method and a procedure based on Monte Carlo.
4.1. Iteration Method
In the iteration method, meteorological inputs are modified in order of significance
in the conductor temperature estimation algorithm. The order of modification is first
perpendicular wind (ω⊥), second ambient temperature (T), and, finally, solar radiation
(R). Perpendicular wind is understood as a wind perpendicular to the line direction that
provides the same refrigeration as the measured wind (ω⊥ = f (Ω, φ, ζ)) based on the
equations raised by Morgan in Reference [23]. The increment of variation of each mete-
orological variable (∆Ω = {∆T, ∆ω⊥, ∆R}) depends, in each iteration, on the difference
between measured and estimated conductor temperature (er). The ranges of variations
([Tmin, Tmax], [ω⊥min , ω⊥max ], [Rmin, Rmax]) are established according to statistical studies of
the historical weather data of the zone.
The iteration method starts with the calculation of the conductor temperature with
measured weather conditions. If the conductor temperature estimation is not in the range
[−er, er], meteorological values will be changed, while, if conductor temperature estimation
is in the range [−er, er], meteorological values are the final parameters (effective parameters)
to calculate Imaxe f .
In the case of the conductor temperature estimation not being in the range [−er, er],
firstly, perpendicular wind is varied, increasing it if measured conductor temperature is
lower than estimated and reducing it in the opposite case (ω⊥(k) = ω⊥(k− 1) + ∆ω⊥(k)),
being k the number of iteration. When the effective wind value reaches the limit established
([ω⊥min , ω⊥max ]) , it is fixed as the limit value. When this occurs, ambient temperature
begins to be iterated, increasing it if measured conductor temperature is higher than
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estimated and reducing it in the opposite case (T(k) = T(k− 1) + ∆T(k)). In the same
way as perpendicular wind, when ambient temperature value reaches the established limit
([Tmin, Tmax]), it is fixed as the limit value. Finally, solar radiation is changed, increasing
it if measured conductor temperature is higher than estimated and reducing it in the
opposite case (R(k) = R(k− 1) + ∆R(k)). If solar radiation reaches the established limit
([Rmin, Rmax]) and estimated conductor temperature does not match with the measured
one, it is considered that the method does not converge.
In the case convergence is achieved, the effective meteorological values will be the
inputs of the ampacity model. Figure 11 summarizes the proposed methodology.
4.2. Monte Carlo Method
Monte Carlo is a non-deterministic method used to model complex mathematical ex-
pressions. This method provides approximate solutions using a sample of the total of the
calculations in base on pseudo-random samples. In the case of this paper, Monte Carlo
method is employed to obtain successive pseudo-random meteorological samples, among all
the possible values. The pseudo-random samples are based on the distribution function of
each parameter to give a physical base to the randomness. Distribution functions of ambient
temperature, perpendicular wind, and solar radiation are estimated with historical values
from a established time (7 days). This method is suggested by the necessity to perform the cal-
culation of effective variables with a physical base. In the iteration case, limits of variation of
each meteorological variable are established, but, in certain scenarios, effective meteorological
results are not realistic. These unrealistic values can appear because of several reasons but are
mainly due to errors in the procedure, in the measurement of the weather conditions, or by
the use of spot measurements. These errors make the algorithm to introduce huge changes in
the weather conditions to achieve values of measured conductor temperature. For this reason,
in some cases, effective meteorological results are not realistic. In the case of Monte Carlo
method, the effective meteorological values will always be within the distribution function
of the preceding 7 days. An example of distribution function and cumulative distribution
function for the meteorological variables is represented in Figures 12–14.
The calculation of effective parameters, with Monte Carlo method, starts with the
calculation of Tc with the measured meteorological variables. If the error between the
calculated Tc and the measured Tc by the DTS system is higher than an established error,
the Monte Carlo method is applied. The first step in this method is to generate a pseudo-
random number between 0 and 1. This value represents the occurrence in the cumulative
distribution function of ambient temperature, perpendicular wind, and solar radiation.
Therefore, a value of ambient temperature, perpendicular wind, and solar radiation will
correspond with the pseudo-random occurrence value. These values are used as meteo-
rological input in the temperature calculation algorithm. This will iterate until the error
between the calculated Tc and the measured Tc by the DTS system is lower than established
one or the Monte Carlo iteration limit is reached. A distribution with 7 previous days of
historical data is obtained every instant of Tc and ampacity calculation. Figure 15 shows
the flow diagram of the Monte Carlo method.
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Figure 11. Iteration method flow diagram.
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Figure 12. Distribution function and cumulative distribution function of ambient temperature for
7 days.

































Figure 13. Distribution function and cumulative distribution function of perpendicular wind for
7 days.
































Figure 14. Distribution function and cumulative distribution function of solar radiation for 7 days.
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Figure 15. Monte Carlo method flow diagram.
The procedure based on Monte Carlo allows to obtain a combination of meteorological
values according to the real distribution of each parameter. Thus, the effective variables are
obtained in a more random way but take into account the recent past of variable values
and do not depend on the order of iteration. A limit of iterations is established.
5. Results
To study the viability of each procedure, iteration or Monte Carlo, histograms of the
differences between effective and measured variables, together with Root Mean Square
Difference (RMSD) and correlation coefficient, are determined. It is important to obtain
effective meteorological values close to measured ones, so a better method will reduce the
error in temperature calculation with small variances in the set of weather conditions.
Regarding the comparison between both approaches, several parameters have to be
analyzed. Not only are the simulation time period and the number of iterations essential to
select the optimal approach but also the final error in the approximation of calculated and
measured conductor temperature.
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The histograms of differences between effective and measured variables are presented,
accompanied by mean square error and correlation coefficient.
In Figure 16, it is observed that the differences between perpendicular wind and
effective perpendicular wind in both procedures are similar. Approximately 90% of the
cases have differences close to 0 m/s.


















Figure 16. Differences between measured and effective perpendicular wind speed.
Regarding to ambient temperature, it is obtained similar data to wind, as shown in
Figure 17. Approximately 90% of the cases have differences close to 0 °C.


















Figure 17. Differences between measured and effective ambient temperature.
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In the case of solar radiation, there are more differences than in previous meteoro-
logical variables. Figure 18 shows that the iteration method obtains slightly better results
than the Monte Carlo method, with differences close to 0 W/m2 in 100% and 90% of the
cases, respectively.


















Figure 18. Differences between measured and effective solar radiation.
Although differences between meteorological variables and effective meteorological
variables are similar in both methods, it is important to define which procedure obtains
better results regarding conductor temperature. Figure 19 represents differences between
the measured conductor temperature and the estimated one. It is observed the Monte Carlo
method is a better fit in the case of conductor temperature.




















Figure 19. Differences between measured and estimated conductor temperature.
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Table 1 shows the numerical results of RMSD of meteorological variables and RMSE
of conductor temperature.and the correlation coefficient. In the same way as histograms,
numerical results show that RMSD in perpendicular wind is lower in the Monte Carlo
method, while, in ambient temperature and solar radiation, it is higher than the iteration
method. Regarding conductor temperature, although the results are similar, RMSE is
lower in Monte Carlo method. The latter indicates that the Monte Carlo method corrects
conductor temperature slighly better than the iteration method.
Table 1. Numerical results of RMSD (for metheorological variables) and RMSE (for conductor temperature) differences
between measured and estimated values.
Perpendicular Wind (m/s) Ambient Temperature (◦C) Solar Radiation (W/m2) Conductor Temperature (◦C)
Iteration Monte Carlo Iteration Monte Carlo Iteration Monte Carlo Iteration Monte Carlo
method method method method method method method method
RMSD 0.821 0.724 0.440 0.911 0.000 104.6 1.613 1.572
Correlation 0.848 0.875 0.997 0.987 1.000 0.914 0.980 0.980
Other important parameters for the optimal selection of the procedure are the time
of simulation and the iterations required in each algorithm, defined as the average num-
ber of iterations. In the case of iteration method, the simulation time was 7.36 min for
55,000 samples, with an average of iterations of 1.58. On the other hand, the Monte Carlo
method simulation time was 90.20 min for 55,000 samples, with an average of iterations
of 28.80.
Finally, it is possible to compare ampacity calculations with measured weather values
and with effective values.
In Figure 20, it can be observed that the effective ampacity through both methods
is similar but is very different from the original ampacity. Mean squared differences of
around 300 A are obtained. Static ampacity of this line is aproximately 889 A, so this value
represents an important difference.























Figure 20. Differences between original ampacity calculations and effective ampacity through
both methods.
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6. Discussion
Focusing on the effective perpendicular wind, the difference between the measured
perpendicular wind and the effective perpendicular wind is very similar. Based on this, it is
concluded that with small variations of perpendicular wind is possible to correct conductor
temperature errors. In addition, both iteration and Monte Carlo methods obtain similar
results in the case of perpendicular wind analysis. Monte Carlo method obtains slightly
better results.
In the case of effective ambient temperature, similarly to effective perpendicular
wind, the differences are small in most of the cases. Therefore, with small variations
of the ambient temperature, correction of the conductor temperature errors is achieved.
In addition, both iteration and Monte Carlo methods obtain similar results. In contrast to
perpendicular wind, iteration method obtains slightly better results.
In the case of effective solar radiation, although the differences between effective and
measured values are small in most of the cases, the iteration method obtains better results
than Monte Carlo method.
Finally, although the results of the calculation of conductor temperature shows that
Monte Carlo method obtains more accurate results than iteration method, the difference
between RMSDs is small.
Taking into account the slightly difference between the RMSDs of each method, it is
important to analyze the computing workload of the methods. In this case, the results
indicate that the iteration method has a simulation time period markedly lower than
Monte Carlo method. In addition, the iteration method makes less iterations to obtain the
corrected conductor temperature. Specifically, the Iteration method takes 8 ms per sample,
while Monte Carlo method takes 98.4 ms per sample. With these results, both approaches
are valid to implement in a real time system without significant delays.
7. Conclusions
An important difficulty in the integration of renewable energies is the existing limits
in the power lines. Today, several techniques exist to increase the capacity of overhead
lines. Due to economic, legal, and environmental constraints, the most appropriate solution
is to monitor weather conditions and electric current of the overhead lines to estimate
capacity and conductor temperature in real time. Distribution companies use DRM system
to operate overhead lines today.
The practical application of DRM allows to find several deficiencies related to errors
in Tc estimations, and consequently in Imax. In this paper, errors between estimated and
measured conductor temperature are presented. These errors in conductor temperature
and, consequently, in ampacity estimations are, in certain occasions, large, with a RMSE of
2.28 °C.
These errors encourage the design of a procedure to obtain high accuracy ampacity
values. In the case of this paper, two methodologies have been tested to reduce estimation
errors. Both methodologies use the variation of the weather inputs, and it is demonstrated
that a reduction of the conductor temperature calculation error has been achieved and,
consequently, a reduction of ampacity error. With the iteration method, a RMSE of 1.61 °C is
obtained, and, with the Monte Carlo method, a RMSE of 1.57 °C. This involves a reduction
of the RMSE of approximately 30%.
Once the capacity of both procedures to achieve a reduction in errors is proven, it is
necessary make a decision about the most appropriate procedure. Several aspects are
considered to find the optimal methodology. The more appropriate method must present
the lowest errors in conductor temperature estimation with small differences between
effective and measured weather values, minimum simulation time, and minimum average
of iterations.
In view of the results, it can be considered that the iteration method is more suitable
for the optimization of ampacity estimation. Although both methods achieve, with small
variances of weather conditions, low conductor temperature errors, the iteration method
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obtains better results than the Monte Carlo method. In the case of simulation time and
average of iterations, iteration method simulations take 8 ms per sample and converge
in an average of 1.58 iterations of the weather conditions, while, with the Monte Carlo
method, simulations take 98.4 ms per sample and converge in an average of 28.8 iterations
of the weather conditions.
The limitations of these procedures are based on the availability and the accuracy of
real measurements of conductor temperature. Most of the DRM systems used are based
only on the ampacity values without measurement of conductor temperature. In this type
of system, the approaches presented in this paper are not valid to increase the accuracy.
In the case of DRM systems with conductor temperature measurements, the effectiveness of
the approaches of this paper will depend on the accuracy of the conductor temperature mea-
sures. In the case of DTS systems, the accuracy is higher than spot measurement systems,
but they are not yet widely used due to its cost and the difficulties to install. Spot mea-
surement sensors are widely used, but its accuracy is lower than DTS systems, and the
continuity of the measurements is a problem when the location is remote. Between the
two procedures, the Monte Carlo method has more limitations since, if the accuracy of the
measurements is low, the algorithm could achieve the iteration limit without solution.
A future research would analyze the reduction of the limitations of these approaches,
implementing an algorithm to estimate the conductor temperature measurements when a
lack of measurement occurs in base on the historical values.
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